
CALIFORNIA REGIONAL WA'fER QUALITY CON'fROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 85-68

ISSUING WA'fEE RP;CLAMA'rION REQUIEEMENTS FOE:

COUNTY OF ALAMEDA, PUBLIC WORKS AGENCY
COUNTY SERVICE AREA 85-001
GEEENVILLE INDUSTEIAL CENTER WATER EECLAMATION PLANT
ALAMEDA COUN'fY

The California Regional Water Quality Control Board, San
Francisco Bay Region, (hereinafter called the Board), finds
that:

1. County of Alameda, Public Works Agency, County Service Area
85-001, hereinafter called the discharger, by application
dated December 27, 1984, has applied for issuance of waste
discharge requirements for the proposed use of reclaimed
wastewaters and wastewater disposal.

2. The discharger will generate up to 120,000 gpd (ADWF, design
capacity) of sanitary and industrial wastes when the
wastewater treatment facilities are constructed. Treatment
will consist of solids grinding with flow equalization
capability, primary sedimentation, three-stage trickling
filters with interstage clarification, final clarification,
floculation and coagulation, dual media filtration, and
disinfection. Treated effluent will be pumped to a 15.82 MG
impervious on-site storage reservoir and dam. Treated
effluent from the reservoir will be spray irrigated from a
fixed sprinkler system to a 19-acre on-site disposal area.
The disposal area will be bermed to divert polluted runoff
back during dry weather to the reservoir. Sludge will be
hauled to an offsite legal disposal site. Discharge is
planned to commence in February 1986.

3. Spray irrigation is initially planned on fodder crops for
intermittent grazing by cattle and sheep. Unrestricted
recreational use of the reservoir is not planned as an
immediate use, but will occur at a future date. The
Patterson Water 'freatment Plant and South Bay Aqueduct
operated by Zone 7 of the Alameda County Flood Control and
Water Conservation District are located nearby to the east
and southeast of the spray irrigation area.








































